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Pumps

Pumpin Pum) Floor | Rated Flow | Rated
Pt | Nov | D% | Hev s [ gom | Head | FOWer | VPO
1 2005 | 1,090° | 2.05 [ 920 | 420 [125 hp | no
’f:t”:k‘;" 2 2005 | 1,090 | 4.52 | 2,030 | 420 300 hp| no
3 2019 | 1,000 | 2.67 [ 1,200 | 405’ [175 hp| no
Lakeshore 1 2019 | 1107 | 1.78 | 800 | 390' | 125 hp | no
Intake 2 2005 | 1,107 | 2.90 | 1,300 | 400’ 200 hp| no
Summerset | 1& 2 | 1996 | 1,265 | 010 | 45 | 86" | 1.9 hp | no
1 2007 | 1,480 [ 0.03 [ 15 [ 11’ [0.75 hp| Yes
Sienna 28&3 | 2007 | 1,480 | 012 | 53 | 150° | 3hp | Yes
4&5 | 2007 | 1,480 | 1.06 | 475 | 98 [15hp | no
] 1 1998 | 1,447 | 156 | 700 | 109' | 30 hp | no

WTP Finished

2&3 | 1998 | 1,447 | 3.34 [ 1,500 | 109" | 75 hp | no

Reservoirs /
Name | Dste | "te | Eoor | Oprton | PR | gt | oo
WTP Clearwell 1999 | 26'x24' | 1,434’ | 1,445.5' 1.5" 12 50,100
WTP Raw Water | 1985 | 66’ Dia |1,464.5'| 1,504.0° 39.5 41 1,010,000
WTP Finished 1999 | 55 Dia |1,464.0'| 1,534.75' 70.75' 72 1,257,000 LAKESHORE
Lakeshore 1974 | 66" Dia |1,485.0'| 1,526.0° 4.0 42 1,049,000 INTAKE

Gkesh, re

WATER TREATMENT PLANT
LAKESHORE /CHASE PRV
MANSON INTAKE
TOTEM POLE PRV

Figure 2.1 - Water System Overview
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Pressure Reducing Valves
Valve Size Setpoint
Location Status \Slve ) ] Inlet Hydrauilic Grade
AL eV | Main | Bypass | Main | Bypass
COR Chandler & Ro: Acti 1,215 6" 52 psi i i
andler ses ctive k none psi | none | 136 psi | 1,335 none
CU LDESAC PRV Barkley & Chelan Active 1,250' 6" Vil 35 psi | 43 psi | 121 psi | 1,330' 1,350
GREEN / COR AL Lol}e;!:;ep&:lecg:]se Active 1,263: 6" g 31 psi‘ 40 psi 116 psf 1,335' 1,355'
PRV Lakeshore Active | 1,248 10 2 38 psi | 46 psi | 122 psi | 1,335 1355
Lloyd & Proctor Active 1,237 8" 2" 42 psi | 51 psi | 127 psi | 1,335 1,355'
Lakeshore & Summit | Active 1,261 6" 2" 32 psi | 41 psi | 117 psi | 1,335 1,355
Coral Cul-de-Sac | Active | 1,245 3 none | 48 psi [ none | 123 psi | 1,355 none
Green & Coral Active | 1,235’ 6" 2" | 43 psi | 52 psi | 128 psi | 1,335" | 1,355
Wapato & Roses Active | 1,230 6" g 45 psi | 54 psi | 130 psi | 1,335" | 1,355’
Kennedy & Kutil Active 1,245 Iy none | 45 psi | none | 123 psi | 1,350 none
Chelan & Sun Bay | Active | 1,247’ 6 2" |40 psi| 49 psi | 123 psi | 1,340" | 1,360'
Green & Loop | Inactive | 1,250' | 6" 2 121 psi
Dry Lake & Green | Inactive | 1,187 | 4" 7 149 psi




